
 
Job Risk Assessment  

Name(s) of Risk Team Members: A. Etkin, D. Meany, M. Van Essendelft 
 Point Value → 

Parameter ↓ 1     2 3 4 5

Job Title: Working Hot Replacing 110V Relays in Access Control Systems 
 
Job Number or Job Identifier: JRA 6 -04

Frequency 
(B) <once/year <once/month <once/week <once/shift >once/shift 

Job Description: The job involves replacing failed relays ion the access security 
system. Due to the fact that the system is a critical safety system, it cannot be de-
energized during operations when there is a failure. 
 
 

 
Severity 

(C) 

 
First Aid Only 

 
Medical Treatment 

 

 
Lost Time 

 
Partial Disability 

 
Death or Permanent 

Disability 
 

Training and Procedures List (optional): 

Approved by: E. Lessard    Date: 7-29-04 Rev. #: 0 
Likelihood 

(D) Impossible Unlikely Possible Probable Multiple 

Stressors (if applicable, please list all): Working Alone, Time Pressure, 
Length of Work Day 

Reason for Revision (if applicable): 
 
 

Comments: 

 Before Additional Controls  After Additional Controls  

 
Job Step / Task 

 
Hazard 

 
Control(s) 
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Control(s) Added to Reduce Risk 
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% Risk 
Reduction 

Verify relay 
configuration 

Shock Secured area, area warning signs, working hot 
permit, PPE (safety glasses) 

Y      1 2 1 2 4        

Verify powered 
contact w/ meter 

Shock Secured area, area warning signs, working hot 
permit, PPE (safety glasses) 

Y      1 2 1 2 4        

Set configuration of 
new relay 

None Work performed on bench in shop Y 1 2 - - N/A         

Disconnect 
energized leads and 
tape ends 

Shock, arc Secured area, area warning signs, working hot 
permit, PPE (safety glasses) 

Y       1 2 2 3 12        

Disconnect de-
energized leads and 
tape ends 

Shock Secured area, area warning signs, working hot 
permit, PPE (safety glasses) 

Y       1 2 1 2 4        

Tape multiple leads 
on same contact 
together 

Shock Secured area, area warning signs, working hot 
permit, PPE (safety glasses) 

Y       1 2 2 3 12        

Pop old relay out 
with screwdriver 

Shock, arc Secured area, area warning signs, working hot 
permit, PPE (safety glasses) 

Y       1 2 2 2 8        

Snap new relay in 
place 

Shock Secured area, area warning signs, working hot 
permit, PPE (safety glasses) 

Y       1 2 2 2 8        



Re-attach non-
energized leads 

Shock Secured area, area warning signs, working hot 
permit, PPE (safety glasses) 

Y       1 2 1 2 4        

Re-attach energized  
leads 

Shock Secured area, area warning signs, working hot 
permit, PPE (safety glasses) 

Y       1 2 2 3 12        

Further Description of Controls Added to Reduce Risk: 

*Risk: 0 to 20 21 to 40 41-60 61 to 80 81 or greater 

      Negligible Acceptable Moderate Substantial Intolerable
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